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SUBJECT:
WASTE DISCHARGE REQUIREMENTS FOR THE CALIFORNIA DEPARTMENT OF PARKS AND RECREATION, MARCONI CONFERENCE CENTER (CENTER), MARSHALL, MARIN COUNTY – Adoption of Revised Waste Discharge Requirements

CHRONOLOGY:
June 17, 1992 – Waste Discharge Requirements adopted
DISCUSSION:
The Center consists of thirteen buildings with facilities for guest lodging, meetings, dining, and on-site staff.  These facilities can accommodate 97 overnight guests and 125 day users.  The California Department of Parks and Recreation (Department) operates wastewater treatment facilities at the Center.  The Center’s daily sewage flows currently range from 4,000 to 8,000 gallons per day (gpd).  



The Center’s October 1992 general plan describes expansion of the Center’s facilities to serve 200 overnight guests, 100 day users, 12 on-site staff, and 40 day staff.  Projected wastewater flows range from 12,000 to 20,000 gpd.  Expansion and upgrade of the existing wastewater treatment facilities will be necessary to treat the wastewater generated from future use increases.



In order to accommodate future wastewater flow increases and due to budgetary constraints, the Department is dividing the expansion and upgrade of the existing wastewater treatment facilities into two phases.  During the first phase, the Department would replace the existing wastewater treatment plant with a new wastewater treatment plant.  In order to ensure allocation of resources to the project during this fiscal year, the Department has requested approval to upgrade the treatment plant at this time.  During the second phase, the Department would upgrade the existing wastewater disposal system.  

The Tentative Order (Appendix A) approves the replacement of the existing wastewater treatment plant, but does not authorize an increase in the wastewater flow capacity because of the inadequate capacity of the existing wastewater disposal system.  It is anticipated that the Department will submit a request to amend this Order to upgrade the existing wastewater disposal system and increase the wastewater flow capacity at some future date.  There were no comments received on the Tentative Order.

RECOM-

MENDATION:   Adoption of the Tentative Order 
File No.: 2159.5091(FG)

Appendix:
A.  Tentative Order
APPENDIX A

