






S. Bravo Systems, Inc. 
2929 Vail A venue 
Commerce, CA 90040 

James H. Ray 
CIVIL ENGINEER 
2041 Hidden Valley Drive 

Santa Rosa. CA 95404 
707-480-8115 

FEBRUARY 20, 2006 

RE: STATE REGISTERED PROFESSIONAL ENGINEER APPROVAL 
CCR Title 23 Division 3, Chapter 16, Section 2636(g) (2) 
Adapted to provide similar protection for UDC installations of dispensers at 
marinas or at aboveground tanks. 

ABOVE GROUND /MARINA STEEL UNDER DISPENSER 
CONTAINMENT B-8600 

I have examined and reviewed the following items on the Bravo Aboveground/ Marina 
Steel Under Dispenser Containment Model B-8600: 

1. Bravo catalog sheets with illustrations, optional equipment and specifications.(2) 

2. B-8600 INSTALLATION GUIDE and MAlTENANCE INSTRUCTIONS. (4) 
Conversion Frame Installation Instructions. 

3. Page 22 from Bravo Master Pricelist 6-01-05. Covers all items, sizes and options 
available with the B-8600 dispenser containment. 

Upon review of the materials and construction it is my opinion and conclusion that 
sound engineering design and engineering of the product provide a suitable under 
dispenser containment for dispensers at Marinas or aboveground tanks. 

James H. Ray 
Civil Engineer 
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S. Bravo Systen! Inc.
6320 Caballero Blvd.
Buena Padq CA 90620-1100

ATT: Don Mukai, P.E.

RE: THIRD PARTY APPROVAL Sec.236l(d)
BRAVO Uni-Fitting Models B-17, B-33, B-34, B-17R, B-34& BR (3r2,3x2-T' -
2, -t- 2
CALIFORMA WATER RESOIJRCES CONTROL BOARD.

I bave examined and reviewed the following items tbe Bravo's Uni-Fittings alrd Reducers
Models B-17, B-33, B-34, B-17& B-34& BR (3v2,3t2-T, -2, -l-l/2:

l. Representativesamples.

Appendix A ..Material Specifications and installation itstructions for the B-17, B-
33, B-34, B-lTRand B-34R.

Appendix # I UL testing documents on Celcon.

Appendix #2 Information , physical properties and test data on alcryn.

Appendix #3 Manufacturer's c€rtification documents on use of AICRYN and of
CELCON.
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Civil Engineer

Upon review ofthe manufacturing procedures and the emplo',inent oflhe rnaterials used in
the Bravo fmings and reducers as listed above, it is my opiaion and conclusion lhat sourd
design a6d engioeering ofthis product will meet or exceed the emergency secondary
contai nent ofall motor vehicle frels and their additives currently used by petroleum
marketers today.
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August 20. 2003, Amended9117l01

S. Bravo Systems, Inc.
2929 Vail Avenue
Commerce, C 

 

90040

RN: STATE REGISTERED PROFESSIONAI, ENCINEER APPROVAL
CCR Title 23 Division 3, Chapter 16, Section 2631(d)
CCR Title 23 Division 3, Chapter l6 SectioD 2636(h) Sccondary Containment
Design, Construction and lnstallation & Section 2637 Secondary Containment
Tcsting.

BRAVO DOI]BLE WALL UNDER DISPENSER CONTAINMENT WITH
DOUI}LE WALI, PDNETRATION FITTINGS. MODELS B-4OO{)-B-AB, B-
5000-D-AIi, Ii-8000-llD-AB & R-9000-D-AB.

I have cxamined and reviewed thc lollowing iten1s on the Bravo double wall under-
dispenser containmcnl with double \\'all penetration fitlings:

1. Double wall undcr dispenser containment installation Gutde and Maintenance
lnslructions for listed products.

2- Tesling and Monitoring Instructions lor lhe listed products.
3. Double wall containnlent dispenser illustrations.
4- Illustrations and drawings ofts-17-D and B-33-D Flexrble Doublc Penetration Fittings

that interconnect with the interstrtial spaoe oIlhe double wa]l dispenser contaimnent
and are tested with the inlcrslilial space ofthe dispenser sump.

5. A section rcmoved from a double rva11 dispeDser containment for inspeclion ofthe
construction and for delermination olthe volumc ofthe inlerstitlal space.

6. Bravo slandard Dispenser Containrncnt watertestrng instructions dated 9/27101. Thisis
an altemate for non-doubLe lvall dispenser containmenl.

7. Mateial Dala Sheet lbr intemtitral fluid uscd for continuolrs monitoring ollhe Bravo
UDS interst i t ia l  spacc.

8. The sensor for monitorirlg the irterstitial space is fumishcd by others.
9. Chemical compatibility data for Dion ISO 663l
10. Chemrcal (omp"r.b. l rry lor Derakrnt a

1L UL letter with test record datcd 9/I210,1 on annulus prool pressure/vacuum test.

Upon review the materilrls and construction rt is my opinion and conclusron that sound
engineering design and engineering oflhese products provrde an in-place systcm that will
provide the required secondary conlainment amd allorv coilinuous vacuum or hydrosiatic
monitoring oflhe containment interslilial spacc including the sump penetralion fittings.

'lrr;*,ii,,
Jirme s H. Ray
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Sr. Civil Enginecr



Flammable and Combustible Liquid Tank Accessories - Component 

 

Resin for use in the manufacture of Fiberglass-reinforced -plastic cladding for composite and jacketed underground 
steel tanks. "Vipel F764" and "Vipel F774" -minimum thickness 0.10 in. (2.54 mm). 

Resin for use in the manufacture of glass-fiber-reinforced plastic underground storage tanks for petroleum products, 
alcohols and alcohol-gasoline mixtures. "Vipel F764" and "Vipel F774" . 

 
Marking: Company name or tradename and UL Recognition Mark. 

Copyright © 2009 Underwriters Laboratories Inc.®

The appearance of a company's name or product in this database does not in itself assure that products so identified have been 
manufactured under UL's Follow-Up Service. Only those products bearing the UL Mark should be considered to be Listed and covered 
under UL's Follow-Up Service. Always look for the Mark on the product. 

UL permits the reproduction of the material contained in the Online Certification Directory subject to the following conditions: 1. The 
Guide Information, Designs and/or Listings (files) must be presented in their entirety and in a non-misleading manner, without any 
manipulation of the data (or drawings). 2. The statement "Reprinted from the Online Certifications Directory with permission from 
Underwriters Laboratories Inc." must appear adjacent to the extracted material. In addition, the reprinted material must include a 
copyright notice in the following format: "Copyright © 2009 Underwriters Laboratories Inc.®" 

 

EGVV2.MH26018 
Flammable and Combustible Liquid Tank Accessories - Component 
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See General Information for Flammable and Combustible Liquid Tank Accessories - Component

 

AOC L L C MH26018
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COLLIERVILLE,  TN 38017 USA
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Tuesday - August 30 - 2011

RE: Bravo Fiberglass Fittings and Alternative fuels

S. Bravo
Systems, Inc.

2929 Vail Avenue
Commerce, 
CA  90040

1-800-AT-BRAVO

FAX: 323-888-4123

Email:
info@sbravo.com

Website:
www.sbravo.com

This letter is to certify the compatibility of S. Bravo Systems, Inc. Single and
Double Wall Fiberglass Sump Entry Fittings with Alternative Fuels such as Biodiesel and
Ethanol blended fuels. It also addresses compatibility with DEF Diesel Exhaust Fluid.

Bravo Systems Fiberglass Fittings are engineered with the same UL Listed materials
used in the manufacture and certification of Fiberglass Tanks, matching the UL Standard
1316. Since our Fiberglass Fittings are Built like a Tank, they can withstand continuous
fuel exposure to, or submersion in Biodiesel, Ethanol and Alcohol blends without failure.

All Fiberglass Fittings designed for DoubleWall  Sumps are engineered to be fully 
compliant with the California State Water Resource Control Board Assembly Bill AB-2481
for DoubleWall Sumps and Continuous Monitoring Systems.

The following Single and Double Wall Fiberglass Fittings manufactured by Bravo
Systems in Commerce, California are compatible with Biodiesel and Ethanol fuel blends
up to B100 and E100, respectively.

> F-Series “Full Body” Fiberglass Fittings.
> FF-Series “Flange” Fiberglass Fittings.
> FPE-Series Fiberglass Fittings for Polyethylene pipe.
> FR-Series Fiberglass Split Test Reducers.
> F-Series Retrofit-S Fiberglass Split Retrofit Fittings.
> FPE-Retrofit-Si Fiberglass Split Retrofit Fittings for Polyethylene pipe.
> F-Series BLR “Full Body” Fiberglass Retrofit Fittings.
> F-Series D-BLR-S Fiberglass Split Retrofit Fittings.
> TBF-Series Fiberglass Tank Bung Fittings.

Bravo Systems also certifies that these fittings are compatible with and approved for
use in secondarily containing DEF Diesel Exhaust Fluid.

This letter also addresses any fittings above sold under an OEM agreement.

Each respective Series may be UL Listed in addition to being manufactured of UL 
recognized materials approved for use in the manufacture of Fiberglass UST tanks. 
Please visit www.sbravo.com/thirdparty to find associated information.

Please feel free to contact us with any questions you may have at:

S. Bravo Systems, Inc. 
2929 Vail Avenue
Commerce, CA 90040
323-888-4133
compatibility@sbravo.com

Additionally, you may find further information at www.sbravo.com.

Sincerely, 

Jonathan E. Smith
Director of Brand Management
S. Bravo Systems, Inc.

R2 1.18.12



Wednesday - August 25 - 2010

RE: Bravo Fiberglass Sumps and Alternative fuels

S. Bravo

Systems, Inc.

2929 Vail Avenue

Commerce, 

CA  90040

1-800-AT-BRAVO

FAX: 323-888-4123

Email:

info@sbravo.com

Website:

www.sbravo.com

This letter is to certify the compatibility of S. Bravo Systems, Inc. Single and

Double Wall Fiberglass Containment Sumps with Alternative Fuels such as Biodiesel and

Ethanol blended fuels. It also addresses compatibility with DEF Diesel Exhaust Fluid.

Bravo Systems Fiberglass products are engineered with the same UL Listed materials

used in the manufacture and certification of Fiberglass Tanks, matching the UL Standard

1316. Since our Fiberglass containment sumps are Built like a Tank, they can withstand

continuous fuel exposure to Biodiesel, Ethanol and Alcohol blends without failure.

All DoubleWall Containment Sumps are engineered to be fully compliant with the

California State Water Resource Control Board Assembly Bill AB-2481 for DoubleWall

Sumps and Continuous Monitoring Systems.

The following Single and Double Wall Containment Sumps manufactured by Bravo

Systems in Commerce, California are compatible with Biodiesel and Ethanol fuel blends

up to B100 and E100, respectively.

> B3XX Series Spill Buckets

> B4XX Series Tank Sumps & Covers

> B5XX Series Planter Transition Sumps

> B6XX Series Walkover Transition Sumps

> B7XX Series H-20 Rated Transition Sumps

> B8XX Series Transition Sumps

> B7XXX Series Under Dispenser Containment Sumps

> B8XXX Series Under Dispenser Containment Sumps

> B9XXX Series Under Dispenser Containment Sumps

Bravo Systems also certifies that these fittings are compatible with and approved for

use in secondarily containing DEF Diesel Exhaust Fluid.

Each respective Series may be UL Listed in addition to being manufactured of UL 

recognized materials approved for use in the manufacture of Fiberglass UST tanks. 

Please visit www.sbravo.com/thirdparty to find associated information.

Please feel free to contact us with any questions you may have at:

S. Bravo Systems, Inc. 

2929 Vail Avenue

Commerce, CA 90040

323-888-4133

compatibility@sbravo.com

Additionally, you may find further information at www.sbravo.com.

Sincerely, 

Jonathan E. Smith

Director of Brand Management

S. Bravo Systems, Inc.

R2 5.16.12



S. Bravo Systems, Inc.  -  The Leader in Secondary Containment
323-888-41332929 Vail Ave. Commerce, CA FAX: 323-888-4123 www.sbravo.com

D-INR-S SPLIT RETROFIT FITTING
FOR DOUBLEWALL SUMPS

F-XX-XX-D-INR-S - SPLIT FITTING FOR CONDUIT & FIBERGLASS PIPE

ALL-FIBERGLASS RETROFIT FITTING FOR BOLTED FLEXIBLE ENTRY FITTINGS

> No station downtime
> No breaking concrete
> No breaking conduit or rewiring
> AB-2481 Compliant
> All “FRP” construction
> Low profile and diameter
> Designed for 90° degree bends

AVOID BREAKING CONCRETE !AVOID BREAKING CONCRETE !
BRAVO HAS YOUR PERMANENT SOLUTIONBRAVO HAS YOUR PERMANENT SOLUTION

THIRD PARTY APPROVED

PRODUCT SPECS:
Material . . . . UL Fiberglass
DoubleWall #: Dia: Length: Made for: List:
F-10-SS-D-INR-S 7.5” 3.75” 1” Galvanized $ 445
F-17-SS-D-INR-S 7.5” 3.75” 3/4” Galvanized 445
F-20-SS-D-INR-S 11” 3.75” 2” Fiberglass 585
F-30-SS-D-INR-S 11” 3.75” 3” Fiberglass 585
F-40-SS-D-INR-S 11” 3.75” 4” Fiberglass 945

12A
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CERTIFIED INSTALLER REQUIRED



 
 

Certificate Number 20101221 – MH18310 Page 1 of 1 
Report Reference MH18310, 1994 June 21 
Issue Date 2010 December 21 
  
  
  
  

Issued to: S BRAVO SYSTEMS INC 
 

 

2929 VAIL AVE 
COMMERCE, CA 90040 USA 
 

Vapor Recovery System Accessories, Flammable Liquid This is to certify that 
representative samples of 

Model Descriptions:  Model B-1 vapor recovery shear valve. 

 

Have been investigated by Underwriters Laboratories Inc.® in accordance 
with the Standard(s) indicated on this Certificate. 

Standard(s) for Safety: The basic standard used to investigate products in this category is ANSI/UL 842, 
"Valves for Flammable Fluids" 

Additional Information: See UL On-line Certification Directory at www.ul.com for additional information. 

Only those products bearing the UL Listing Mark should be considered as being covered by UL's Listing and Follow-Up 
Service. 

The UL Listing Mark generally includes the following elements: the symbol UL in a circle:  with the word “LISTED”; a control 
number (may be alphanumeric) assigned by UL; and the product category name (product identifier) as indicated in the appropriate UL 
Directory. 

Look for the UL Listing Mark on the product 
William R. Carney 
Director, North American Certification Programs 
Underwriters Laboratories Inc. 
Any information and documentation involving UL Mark services are provided on behalf of Underwriters Laboratories Inc. (UL) or any authorized licensee of UL. 
 
For questions, please contact a local UL Customer Service Representative at http://www.ul.com/global/eng/pages/corporate/contactus/ 

 



 
 

Certificate Number 20101221 – MH29867A Page 1 of 1 
Report Reference MH29867, 2005 March 24 
Issue Date 2010 December 21 
  
  
  
  

Issued to: S BRAVO SYSTEMS INC 

 

 

2929 VAIL AVE 
COMMERCE, CA 90040 USA 
 

Flammable and Combustible Liquid Tank Accessories This is to certify that 
representative samples of 

Model Descriptions:   
B-400 single wall underground tank sumps. 
B-400-TC single wall tank collar. 
B-400-D-AB and B-400-D-VAC-AB double wall underground tank sumps. 
B-400-D-TC double wall tank collar. 

 

Have been investigated by Underwriters Laboratories Inc.® in accordance 
with the Standard(s) indicated on this Certificate. 

Standard(s) for Safety: The basic standard used to investigate products in this category is  
UL Subject 2258, "Outline of Investigation for Nonmetallic Tanks for Oil Burner 
Fuel." 

Additional Information: See UL On-line Certification Directory at www.ul.com for additional information. 

Only those products bearing the UL Listing Mark should be considered as being covered by UL's Listing and Follow-Up 
Service. 

The UL Listing Mark generally includes the following elements: the symbol UL in a circle:  with the word “LISTED”; a control 
number (may be alphanumeric) assigned by UL; and the product category name (product identifier) as indicated in the appropriate UL 
Directory. 

Look for the UL Listing Mark on the product 
William R. Carney 
Director, North American Certification Programs 
Underwriters Laboratories Inc. 
Any information and documentation involving UL Mark services are provided on behalf of Underwriters Laboratories Inc. (UL) or any authorized licensee of UL. 
 
For questions, please contact a local UL Customer Service Representative at http://www.ul.com/global/eng/pages/corporate/contactus/ 

 



 
 

Certificate Number 20101221 – MH29867B Page 1 of 1 
Report Reference MH29867, 1994 September 15 
Issue Date 2010 December 21 
  
  
  
  

Issued to: S BRAVO SYSTEMS INC 

 

 

2929 VAIL AVE 
COMMERCE, CA 90040 USA 
 

Flammable and Combustible Liquid Tank Accessories This is to certify that 
representative samples of 

Model Descriptions:  Models B-2000 and B-8000 dispenser sump with emergency 
valve mounting systems. 
 

 

Have been investigated by Underwriters Laboratories Inc.® in accordance 
with the Standard(s) indicated on this Certificate. 

Standard(s) for Safety: The basic standard used to investigate products in this category is  
UL Subject 2258, "Outline of Investigation for Nonmetallic Tanks for Oil Burner 
Fuel." 

Additional Information: See UL On-line Certification Directory at www.ul.com for additional information. 

Only those products bearing the UL Listing Mark should be considered as being covered by UL's Listing and Follow-Up 
Service. 

The UL Listing Mark generally includes the following elements: the symbol UL in a circle:  with the word “LISTED”; a control 
number (may be alphanumeric) assigned by UL; and the product category name (product identifier) as indicated in the appropriate UL 
Directory. 

Look for the UL Listing Mark on the product 
William R. Carney 
Director, North American Certification Programs 
Underwriters Laboratories Inc. 
Any information and documentation involving UL Mark services are provided on behalf of Underwriters Laboratories Inc. (UL) or any authorized licensee of UL. 
 
For questions, please contact a local UL Customer Service Representative at http://www.ul.com/global/eng/pages/corporate/contactus/ 

 



 
 

Certificate Number 20101221 – MH29867C Page 1 of 1 
Report Reference MH29867, 2005 March 17 
Issue Date 2010 December 21 
  
  
  
  

Issued to: S BRAVO SYSTEMS INC 

 

 

2929 VAIL AVE 
COMMERCE, CA 90040 USA 
 

Flammable and Combustible Liquid Tank Accessories This is to certify that 
representative samples of 

Model Descriptions:  Models B-4000, B-5000, B8000, B8000-B and B-9000 single 
wall fiberglass reinforced plastic dispenser sumps with emergency valve mounting 
systems. 
Models B-4000-D-AB, B-5000-D-AB, B-8000-BD-AB and B-9000-D-AB double 
wall, monitorable fiberglass reinforced plastic dispenser sumps with emergency 
valve mounting systems. 
Model B-500-JP and B-600-JP single wall fiberglass reinforced plastic transition 
sump. 
Models B-500-D-AB JP and B-600-D-AB double wall, monitorable fiberglass 
reinforced plastic transition sumps. 
 

 

Have been investigated by Underwriters Laboratories Inc.® in accordance 
with the Standard(s) indicated on this Certificate. 

Standard(s) for Safety: The basic standard used to investigate products in this category is  
UL Subject 2258, "Outline of Investigation for Nonmetallic Tanks for Oil Burner 
Fuel." 

Additional Information: See UL On-line Certification Directory at www.ul.com for additional information. 

Only those products bearing the UL Listing Mark should be considered as being covered by UL's Listing and Follow-Up 
Service. 

The UL Listing Mark generally includes the following elements: the symbol UL in a circle:  with the word “LISTED”; a control 
number (may be alphanumeric) assigned by UL; and the product category name (product identifier) as indicated in the appropriate UL 
Directory. 

Look for the UL Listing Mark on the product 
William R. Carney 
Director, North American Certification Programs 
Underwriters Laboratories Inc. 
Any information and documentation involving UL Mark services are provided on behalf of Underwriters Laboratories Inc. (UL) or any authorized licensee of UL. 
 
For questions, please contact a local UL Customer Service Representative at http://www.ul.com/global/eng/pages/corporate/contactus/ 

 



 
 

Certificate Number 20101221 – MH29867D Page 1 of 1 
Report Reference MH29867, 2008 November 19 
Issue Date 2010 December 21 
  
  
  
  

Issued to: S BRAVO SYSTEMS INC 

 

 

2929 VAIL AVE 
COMMERCE, CA 90040 USA 
 

Flammable and Combustible Liquid Tank Accessories This is to certify that 
representative samples of 

Model Descriptions:  Models B-7000, B-7000-EO, B8000 and B-9000 single wall 
fiberglass reinforced plastic dispenser sumps with mounting frames. 
 
Model B-500-JP and B-600-JP single wall fiberglass reinforced plastic transition 
sump. 
 

 

Have been investigated by Underwriters Laboratories Inc.® in accordance 
with the Standard(s) indicated on this Certificate. 

Standard(s) for Safety: The basic standard used to investigate products in this category is  
UL Subject 2258, "Outline of Investigation for Nonmetallic Tanks for Oil Burner 
Fuel." 

Additional Information: See UL On-line Certification Directory at www.ul.com for additional information. 

Only those products bearing the UL Listing Mark should be considered as being covered by UL's Listing and Follow-Up 
Service. 

The UL Listing Mark generally includes the following elements: the symbol UL in a circle:  with the word “LISTED”; a control 
number (may be alphanumeric) assigned by UL; and the product category name (product identifier) as indicated in the appropriate UL 
Directory. 

Look for the UL Listing Mark on the product 
William R. Carney 
Director, North American Certification Programs 
Underwriters Laboratories Inc. 
Any information and documentation involving UL Mark services are provided on behalf of Underwriters Laboratories Inc. (UL) or any authorized licensee of UL. 
 
For questions, please contact a local UL Customer Service Representative at http://www.ul.com/global/eng/pages/corporate/contactus/ 

 



 
 

Certificate Number 20101221 – MH29867E Page 1 of 1 
Report Reference MH29867, 2009 February 03 
Issue Date 2010 December 21 
  
  
  
  

Issued to: S BRAVO SYSTEMS INC 

 

 

2929 VAIL AVE 
COMMERCE, CA 90040 USA 
 

Flammable and Combustible Liquid Tank Accessories This is to certify that 
representative samples of 

Model Descriptions:  Models F-10-RR, F-10-SS, F-17-RR, F-17-SS, F-20-LL, F-22-
LS, F-22-LS-T, F-30-LL, F-30-SS, F-32-TS, F-32-TS-T, F-33-LS, F-33-LS-T, F-40-
SS, F-43-TS and F-43-TS-T fiberglass reinforced plastic sump penetration fittings.  
 
 

 

Have been investigated by Underwriters Laboratories Inc.® in accordance 
with the Standard(s) indicated on this Certificate. 

Standard(s) for Safety: The basic standard used to investigate products in this category is  
UL Subject 2258, "Outline of Investigation for Nonmetallic Tanks for Oil Burner 
Fuel." 

Additional Information: See UL On-line Certification Directory at www.ul.com for additional information. 

Only those products bearing the UL Listing Mark should be considered as being covered by UL's Listing and Follow-Up 
Service. 

The UL Listing Mark generally includes the following elements: the symbol UL in a circle:  with the word “LISTED”; a control 
number (may be alphanumeric) assigned by UL; and the product category name (product identifier) as indicated in the appropriate UL 
Directory. 

Look for the UL Listing Mark on the product 
William R. Carney 
Director, North American Certification Programs 
Underwriters Laboratories Inc. 
Any information and documentation involving UL Mark services are provided on behalf of Underwriters Laboratories Inc. (UL) or any authorized licensee of UL. 
 
For questions, please contact a local UL Customer Service Representative at http://www.ul.com/global/eng/pages/corporate/contactus/ 

 



 
 

Certificate Number 20101221 – MH29867F Page 1 of 1 
Report Reference MH29867, 1994 September 16 
Issue Date 2010 December 21 
  
  
  
  

Issued to: S BRAVO SYSTEMS INC 

 

 

2929 VAIL AVE 
COMMERCE, CA 90040 USA 
 

Flammable and Combustible Liquid Tank Accessories This is to certify that 
representative samples of 

Model Descriptions:  Emergency valve mounting frame coating system. 
 

 

Have been investigated by Underwriters Laboratories Inc.® in accordance 
with the Standard(s) indicated on this Certificate. 

Standard(s) for Safety: The basic standard used to investigate products in this category is  
UL Subject 2258, "Outline of Investigation for Nonmetallic Tanks for Oil Burner 
Fuel." 

Additional Information: See UL On-line Certification Directory at www.ul.com for additional information. 

Only those products bearing the UL Listing Mark should be considered as being covered by UL's Listing and Follow-Up 
Service. 

The UL Listing Mark generally includes the following elements: the symbol UL in a circle:  with the word “LISTED”; a control 
number (may be alphanumeric) assigned by UL; and the product category name (product identifier) as indicated in the appropriate UL 
Directory. 

Look for the UL Listing Mark on the product 
William R. Carney 
Director, North American Certification Programs 
Underwriters Laboratories Inc. 
Any information and documentation involving UL Mark services are provided on behalf of Underwriters Laboratories Inc. (UL) or any authorized licensee of UL. 
 
For questions, please contact a local UL Customer Service Representative at http://www.ul.com/global/eng/pages/corporate/contactus/ 

 



 
 

Certificate Number 20101221 – MH29867B Page 1 of 1 
Report Reference MH29867, 1994 September 15 
Issue Date 2010 December 21 
  
  
  
  

Issued to: S BRAVO SYSTEMS INC 

 

 

2929 VAIL AVE 
COMMERCE, CA 90040 USA 
 

Flammable and Combustible Liquid Tank Accessories This is to certify that 
representative samples of 

Model Descriptions:  Models B-2000 and B-8000 dispenser sump with emergency 
valve mounting systems. 
 

 

Have been investigated by Underwriters Laboratories Inc.® in accordance 
with the Standard(s) indicated on this Certificate. 

Standard(s) for Safety: The basic standard used to investigate products in this category is  
UL Subject 2258, "Outline of Investigation for Nonmetallic Tanks for Oil Burner 
Fuel." 

Additional Information: See UL On-line Certification Directory at www.ul.com for additional information. 

Only those products bearing the UL Listing Mark should be considered as being covered by UL's Listing and Follow-Up 
Service. 

The UL Listing Mark generally includes the following elements: the symbol UL in a circle:  with the word “LISTED”; a control 
number (may be alphanumeric) assigned by UL; and the product category name (product identifier) as indicated in the appropriate UL 
Directory. 

Look for the UL Listing Mark on the product 
William R. Carney 
Director, North American Certification Programs 
Underwriters Laboratories Inc. 
Any information and documentation involving UL Mark services are provided on behalf of Underwriters Laboratories Inc. (UL) or any authorized licensee of UL. 
 
For questions, please contact a local UL Customer Service Representative at http://www.ul.com/global/eng/pages/corporate/contactus/ 

 



 
 

Certificate Number 20101221 – MH29867A Page 1 of 1 
Report Reference MH29867, 2005 March 24 
Issue Date 2010 December 21 
  
  
  
  

Issued to: S BRAVO SYSTEMS INC 

 

 

2929 VAIL AVE 
COMMERCE, CA 90040 USA 
 

Flammable and Combustible Liquid Tank Accessories This is to certify that 
representative samples of 

Model Descriptions:   
B-400 single wall underground tank sumps. 
B-400-TC single wall tank collar. 
B-400-D-AB and B-400-D-VAC-AB double wall underground tank sumps. 
B-400-D-TC double wall tank collar. 

 

Have been investigated by Underwriters Laboratories Inc.® in accordance 
with the Standard(s) indicated on this Certificate. 

Standard(s) for Safety: The basic standard used to investigate products in this category is  
UL Subject 2258, "Outline of Investigation for Nonmetallic Tanks for Oil Burner 
Fuel." 

Additional Information: See UL On-line Certification Directory at www.ul.com for additional information. 

Only those products bearing the UL Listing Mark should be considered as being covered by UL's Listing and Follow-Up 
Service. 

The UL Listing Mark generally includes the following elements: the symbol UL in a circle:  with the word “LISTED”; a control 
number (may be alphanumeric) assigned by UL; and the product category name (product identifier) as indicated in the appropriate UL 
Directory. 

Look for the UL Listing Mark on the product 
William R. Carney 
Director, North American Certification Programs 
Underwriters Laboratories Inc. 
Any information and documentation involving UL Mark services are provided on behalf of Underwriters Laboratories Inc. (UL) or any authorized licensee of UL. 
 
For questions, please contact a local UL Customer Service Representative at http://www.ul.com/global/eng/pages/corporate/contactus/ 

 



 
 

Certificate Number 20101221 – MH29867E Page 1 of 1 
Report Reference MH29867, 2009 February 03 
Issue Date 2010 December 21 
  
  
  
  

Issued to: S BRAVO SYSTEMS INC 

 

 

2929 VAIL AVE 
COMMERCE, CA 90040 USA 
 

Flammable and Combustible Liquid Tank Accessories This is to certify that 
representative samples of 

Model Descriptions:  Models F-10-RR, F-10-SS, F-17-RR, F-17-SS, F-20-LL, F-22-
LS, F-22-LS-T, F-30-LL, F-30-SS, F-32-TS, F-32-TS-T, F-33-LS, F-33-LS-T, F-40-
SS, F-43-TS and F-43-TS-T fiberglass reinforced plastic sump penetration fittings.  
 
 

 

Have been investigated by Underwriters Laboratories Inc.® in accordance 
with the Standard(s) indicated on this Certificate. 

Standard(s) for Safety: The basic standard used to investigate products in this category is  
UL Subject 2258, "Outline of Investigation for Nonmetallic Tanks for Oil Burner 
Fuel." 

Additional Information: See UL On-line Certification Directory at www.ul.com for additional information. 

Only those products bearing the UL Listing Mark should be considered as being covered by UL's Listing and Follow-Up 
Service. 

The UL Listing Mark generally includes the following elements: the symbol UL in a circle:  with the word “LISTED”; a control 
number (may be alphanumeric) assigned by UL; and the product category name (product identifier) as indicated in the appropriate UL 
Directory. 

Look for the UL Listing Mark on the product 
William R. Carney 
Director, North American Certification Programs 
Underwriters Laboratories Inc. 
Any information and documentation involving UL Mark services are provided on behalf of Underwriters Laboratories Inc. (UL) or any authorized licensee of UL. 
 
For questions, please contact a local UL Customer Service Representative at http://www.ul.com/global/eng/pages/corporate/contactus/ 

 



 

 

 
Certificate Number 20101221 - MH29867E 

 
Page 1 of 1 

Report Reference MH29867, 2009 February 03 
 Issue Date 2010 December 21 

 

 

Issued to: S BRAVO SYSTEMS INC 

     2929 VAIL AVE 
COMMERCE, CA 90040 USA 
  

Flammable and Combustible Liquid Tank Accessories 
 

This is to certify that 
representative samples of Model Descriptions:  Models F-10-RR, F-10-SS, F-17-RR, F-17-SS, F-20-LL, F-22-

LS, F-22-LS-T, F-30-LL, F-30-SS, F-32-TS, F-32-TS-T, F-33-LS, F-33-LS-T, F-40-
SS, F-43-TS and F-43-TS-T fiberglass reinforced plastic sump penetration fittings. 
 

    
 

Have been investigated by Underwriters Laboratories of Canada in 
accordance with the Standard(s) indicated on this Certificate. 

 

Standard(s) for Safety: The basic standard used to investigate products in this category is ULC-
S631-1984, "Isolating Bushings for Steel Underground Tanks Protected with 
External Corrosion Protection Systems." 
 

 

Additional Information: See UL On-line Certification Directory at www.ul.com for additional 
information. 
 

 

 Look for the ULC Listing Mark on the product 
 

Issued by:  Reviewed by:  

James Larin, Customer Service Professional William R. Carney, Director, North American 
Certification Programs Underwriters Laboratories of Canada Underwriters Laboratories of Canada 

 

 Only those products bearing the ULC Listing Mark should be considered as being 
covered by ULC's Listing and Follow-Up Service. 

 The ULC Listing Mark generally includes the following elements: the symbol ULC in a 

circle:  with the word “LISTED”; a control number (may be alphanumeric) assigned by 
ULC; and the product category name (product identifier) as indicated in the appropriate ULC 
Directory. 

To confirm the current status, validate the above information via the on-line directory. 

 



 
 

Certificate Number 20101221 – MH29867C Page 1 of 1 
Report Reference MH29867, 2005 March 17 
Issue Date 2010 December 21 
  
  
  
  

Issued to: S BRAVO SYSTEMS INC 

 

 

2929 VAIL AVE 
COMMERCE, CA 90040 USA 
 

Flammable and Combustible Liquid Tank Accessories This is to certify that 
representative samples of 

Model Descriptions:  Models B-4000, B-5000, B8000, B8000-B and B-9000 single 
wall fiberglass reinforced plastic dispenser sumps with emergency valve mounting 
systems. 
Models B-4000-D-AB, B-5000-D-AB, B-8000-BD-AB and B-9000-D-AB double 
wall, monitorable fiberglass reinforced plastic dispenser sumps with emergency 
valve mounting systems. 
Model B-500-JP and B-600-JP single wall fiberglass reinforced plastic transition 
sump. 
Models B-500-D-AB JP and B-600-D-AB double wall, monitorable fiberglass 
reinforced plastic transition sumps. 
 

 

Have been investigated by Underwriters Laboratories Inc.® in accordance 
with the Standard(s) indicated on this Certificate. 

Standard(s) for Safety: The basic standard used to investigate products in this category is  
UL Subject 2258, "Outline of Investigation for Nonmetallic Tanks for Oil Burner 
Fuel." 

Additional Information: See UL On-line Certification Directory at www.ul.com for additional information. 

Only those products bearing the UL Listing Mark should be considered as being covered by UL's Listing and Follow-Up 
Service. 

The UL Listing Mark generally includes the following elements: the symbol UL in a circle:  with the word “LISTED”; a control 
number (may be alphanumeric) assigned by UL; and the product category name (product identifier) as indicated in the appropriate UL 
Directory. 

Look for the UL Listing Mark on the product 
William R. Carney 
Director, North American Certification Programs 
Underwriters Laboratories Inc. 
Any information and documentation involving UL Mark services are provided on behalf of Underwriters Laboratories Inc. (UL) or any authorized licensee of UL. 
 
For questions, please contact a local UL Customer Service Representative at http://www.ul.com/global/eng/pages/corporate/contactus/ 

 



 
 

Certificate Number 20101221 – MH29867D Page 1 of 1 
Report Reference MH29867, 2008 November 19 
Issue Date 2010 December 21 
  
  
  
  

Issued to: S BRAVO SYSTEMS INC 

 

 

2929 VAIL AVE 
COMMERCE, CA 90040 USA 
 

Flammable and Combustible Liquid Tank Accessories This is to certify that 
representative samples of 

Model Descriptions:  Models B-7000, B-7000-EO, B8000 and B-9000 single wall 
fiberglass reinforced plastic dispenser sumps with mounting frames. 
 
Model B-500-JP and B-600-JP single wall fiberglass reinforced plastic transition 
sump. 
 

 

Have been investigated by Underwriters Laboratories Inc.® in accordance 
with the Standard(s) indicated on this Certificate. 

Standard(s) for Safety: The basic standard used to investigate products in this category is  
UL Subject 2258, "Outline of Investigation for Nonmetallic Tanks for Oil Burner 
Fuel." 

Additional Information: See UL On-line Certification Directory at www.ul.com for additional information. 

Only those products bearing the UL Listing Mark should be considered as being covered by UL's Listing and Follow-Up 
Service. 

The UL Listing Mark generally includes the following elements: the symbol UL in a circle:  with the word “LISTED”; a control 
number (may be alphanumeric) assigned by UL; and the product category name (product identifier) as indicated in the appropriate UL 
Directory. 

Look for the UL Listing Mark on the product 
William R. Carney 
Director, North American Certification Programs 
Underwriters Laboratories Inc. 
Any information and documentation involving UL Mark services are provided on behalf of Underwriters Laboratories Inc. (UL) or any authorized licensee of UL. 
 
For questions, please contact a local UL Customer Service Representative at http://www.ul.com/global/eng/pages/corporate/contactus/ 

 



 

 

 
Certificate Number 20101221 - MH29867D 

 
Page 1 of 1 

Report Reference MH29867, 2008 November 19 
 Issue Date 2010 December 21 

 

 

Issued to: S BRAVO SYSTEMS INC 

     2929 VAIL AVE 
COMMERCE, CA 90040 USA 
  

Flammable and Combustible Liquid Tank Accessories 
 

This is to certify that 
representative samples of Model Descriptions:  Models B-7000, B-7000-EO, B8000 and B-9000 single wall 

fiberglass reinforced plastic dispenser sumps with mounting frames. 
Model B-500-JP and B-600-JP single wall fiberglass reinforced plastic transition 
sump. 
 

    
 

Have been investigated by Underwriters Laboratories of Canada in 
accordance with the Standard(s) indicated on this Certificate. 

 

Standard(s) for Safety: The basic standard used to investigate products in this category is ULC-
S631-1984, "Isolating Bushings for Steel Underground Tanks Protected with 
External Corrosion Protection Systems." 
 

 

Additional Information: See UL On-line Certification Directory at www.ul.com for additional 
information. 
 

 

 Look for the ULC Listing Mark on the product 
 

Issued by:  Reviewed by:  

James Larin, Customer Service Professional William R. Carney, Director, North American 
Certification Programs Underwriters Laboratories of Canada Underwriters Laboratories of Canada 

 

 Only those products bearing the ULC Listing Mark should be considered as being 
covered by ULC's Listing and Follow-Up Service. 

 The ULC Listing Mark generally includes the following elements: the symbol ULC in a 

circle:  with the word “LISTED”; a control number (may be alphanumeric) assigned by 
ULC; and the product category name (product identifier) as indicated in the appropriate ULC 
Directory. 

To confirm the current status, validate the above information via the on-line directory. 
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